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MELEEN'S 
PO BOX 332 
ONAMIA. MN, 55359 
320-532-3717 
V023T 

13205323717 

02-02-1~ 11,01:44 

TLM LEAK TEST HISTORY, 

TANK 1 0 I ESEL 

PASSEO 0.2 LEAK TESTS 
02-02-13 04:17 
02-01-13 02' 59 
01-30-13 11:18 
01-01-13 00:39 
12-31-12 04,40 
12-08-12 23:18 
11-24-12 08:08 
11-01-12 02:58 
10-28-12 08:40 
10-02-12 02,21 
09-26-12 03:36 
09-02-12 04: 18 
08-31-12 02:36 
08-01 12 02:54 
07-27-12 03:42 
07-02-12 04:35 
08-27-12 04: 14 
06~01-12 01:39 
05-24-12 04:44 
05-01-12 03:06 
04-30-12 13:S6 
04-01-12 oo, 18 
03-30~12 07,50 
03-01-12 01:06 

TANK 2 PREMIUM 

PASSED 0.2 LEAK TESTS 
02-02-13 05:00 
01-30-13 0?:11 
01-02-13 04:02 
12-27-12 05.08 
12-20-12 02,58 
11-27-12 23,34 
1 1 -09-12 04 l 50 
10-26-12 02,25 
10-12-12 03:38 
09-27-12 02,55 
04-25-12 03:15 
04-13-12 0!5:06 
03-25-12 06:58 
03-01-12 05:22 
02-28-12 05.34 
02-02~··12 03:31 
01-31-12 03,!53 
OT-04-12 04:55 
12-15-11 00:69 
12-01-11 03:25 
11-27-11 07 .!513 
11-08-11 04:26 
10-31-11 02:42 
10-30-11 03 :!59 

TANK 3 UNLEAD + 

MELEE~~ CORPORA TIm~ PAGE 01 
PASSED 0.2 LEAK TESTS 

01-30-13 0?:40 
01-02-13 03:37 
11-15-12: 02:31 
1 1 1 3-1 2 03 I 06 
10-14-12 06:44 
09-26-12 06,03 
08-29-12 02:21 
06-26-12 04,52 
05-08-12 03:50 
03-31-12 03:38 
03-13-12 02:55 
02-29-12 05:45 
02-08-12 03:04 
01-2:8-12 04:27 
01-11-12 04:20 
12-20-11 02,40 
11 -1 5-1 1 04 ' 44 
11- H5-11 01 , 58 
02-24-11 05,42 
01-23-11 05:44 
01 11-11 04:49 
12-28-1 a o5, 1 o 
12-01-10 03:37 
11-30-10 02:14 

TANK 4 REG UNLEAO 

PASSED 0.2 LEAK TESTS 
09-27-12 03:30 
11~17-11 11 :!31 
j 0-.2fl-Jj 04 I 19 a 1-1s-11 03 , 15 
11-17-10 02;!53 
1 1 - f 6-1 0 21 I 1 7 
05-25-09 04:64 
03-09-09 15:27 
03-08-09 05:28 
08-14-07 03:40 
07-07-07 11 ! 29 
08-26-05 22:42 
10-05-04 04:39 

************************ 

CURRENT TLM STATIC 
TEST STATUS: 

TANK 1 DIESEL 
NOT RUNNING 

TANK 2 PREMIUM 
NOT RUNNING 

TANK 3 UNLEAO + 
NOT RUNNING 

TANK 4 REG UNLEAD 
NOT RUNNING 

TANK 1 DIESEL 

0.2 GPH TEST 
02-02-13 04:17:00 
PROOUCT LEVEL 22.77 .. 
% VOLUME 15 X 
TEMPERATURE 42.68 r 
CALCULATED RATE OF 

CHANGE, -0.013 
CVOLUME IS INCREASiNG.) 

TANK 2 PREMIUM 

0.2 GPH TEST 
02-02-13 05:06:00 
PRODUCT LEVEL 29.02 .. 
% VOLUME 21 % 
TEMPERATURE 43.49 F 
CALCULATED RATE OF 

CHANGE, -0.070 
CVOLUME JS INCREASING.) 

TANK 3 UNL.EAO + 

0.2 GPH TEST 
01-30-13 07:40,00 
PRODUCT LEVEL 22.38 " 
1 VOLUME 1 !5 X 
TEMPERATURE 41 .97 F 
CALCULATED RATE Or 

CHANGE: -0.028 
<VOLUME IS INCREASING.) 

TANK 4 REG UN~EAD 

0.2 GPH TEST 
09-27-12 03: :00 PRODUCT LEVEL .06 ., 
% VOLUME 17 % 
TEMPERATURE 64.38 F 
CALCULATED ~ATE OF 

CHANGE, 0.005 
<VOLUME IS DECREASING.) 

LEAK TEST REPORT 
TANK t DIESEL 

TEST TYPE, 
CONTINUOUS, 0.2 GPH 

THRESHOLD, 0.1 
~AST DEL I VERY: 

01-25-1:3 0/:00 
TEST START OATE: 

02-02-13 
TEST START TIME1 

05:57 
TEST LENGTH: 

2.57 HOURCS) 
TANK CAPACITY: 

11688 US GAL X FULL VOLUME: 
H5 

PRODUCT LEVEL 22.06 " 
GROSS 1?92 US GAL 
NI::T t 796 US GAL TEMPERATURE 42.76 F 
RTO l, 42.8 F 
NTD 2: 40.1 F 
RTD 3: 39.6 F 
RTO 4, 39.7 r 
RTD 5: 39.7 F 
WATER LEVEL 0.00 .. 
WAT VOLUME 0 US GAL COErF 1, 0.0561 
TEST RESULT: 

I Nr.ONr.l I I~ IEPA~R5~20 18-000306-0000148 
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020205526-00393+017+017+ 020202128-07433-033-033-

00244323-10 LEAK TEST REPORT 001P4329-05 
020201426-01121-035-035- 013004130-02222-006-006-
001P4323-10 TANK 2 P~E:MlUM 002P4233-05 
020107327+02292+008+008- 012904130+03534+039+039+ 
00144225-10 TEST TYPE: OOOP4233-05 
020100127+01231-017-017- CONTINUOUS. 0.2 GPH 012901030+09992+085+085+ 
002P4226-10 THRESHOLD: o. 1 00244233-05 
013121227+01382+008+008- LAST DELIVERY: 012501129-01322-021-021-
00044226-10 01-28-13 17 '31 004P4430-04 

01250700 
TEST START DATE: 01281731 -12 3 00992 -27.7 00983 02-02-13 

01181458 -06.1 00965 TEST STAR! TIME: 01210721 -30.0 00988 
01140808 -30.0 00975 02:15 12270919 -24.5 00988 
01051224 -24.4 00978 TEST LENGTH: 12171545 -18.0 00989 
01010736 -30.0 00978 2. 86 HOUF« S) 12120734 -24.1 00975 
12270940 -28.8 00890 TANK CAPAClTY, 11070804 -16.9 00987 
12171541 -18.3 00980 11923 US GAL 10300942 -20.1 00978 
121207213 -28.8 00970 'X FULL VOLUME: 09220713 -17.5 00989 
12052138 -15.4 00965 PR~6ucT LEVEL 29.02 .. 

09200242 -08.8 00993 
11300827 -18.8 00962 09142107 -07.3 00992 
11171549 -01.4 00979 GROSS 2580 US GAL 00020554 -08.2 01479 
11 j 112 -20.5 009?1 NEi 2605 US GAL 09220653 -02.8 009134 
1107 -1 B. 1 00955 TEMPERATURE 43.49 F 08190914 -06.8 01487 
10300938 -17.9 01464 RTD 1: 43.5 F 08101225 -01.3 01475 
10071556 -12.9 00974 RTD 2: 40.7 F 07281514 +03.5 00995 
09280855 -14.8 00970 RTD 3: 40.3 r 07250723 +05.3 00994 
09200239 -09.8 00975 RTO 4: 40.1 F 07240946 -01.5 00995 
09071222 -05.2 00976 RTD 5: 40.1 F 07210858 -03.7 00991 
08170907 -07.9 00979 WATER LEVEL 0.00 " 07200627 +05.9 00984 
08061339 +00.9 01228 WAT VOLUME 0 US GA~ 07151018 +07. 1 01171 
09010837 -00.7 00966 COEFF 1: 0.0623 07140128 +02.e 00976 
07250720 +02.4 01472 TEST RESULT: 07090929 +02.0 00992 
07200623 +07.0 014!!115 PASSED 07060840 +06.3 00978 
07140125 +03.3 01457 LEAK RATE• -0.07 GPH 07020511 1'02.3 01486 
06Z91138 +11. 7 00971 VO~UME IS INCREASING 08291144 +10.0 00967 
06231326 +08.6 00981 *****~****************** 06251052 +04.9 01471 
Of3220834 +01. 7 01459 06220838 +03.2 00998 
06141506 -00.5 01469 06190607 -02.1 01483 
06090533 +04.4 01464. 06160858 +02.9 01477 
06040541 +02.2 00979 06101017 +09.8 01484 

COEFF P: 17 012713 P: 56 121011 
-o.oo -0.02 +O.OB +O 02 -0.07 +0.04 +0.02 
COEFF F, 01 010190 F: 00 010190 
+0.14 +0.14 +0.14 +0.00 +0.00 +0.00 +0.00 
COEFF 11: 09 010190 11: 01 010190 
COEFF 15: 14 010190 15: 01 010190 
-0.15 -0.28 -0.12 +0.04 -0.10 -0.10 +0.00 
CO~FF TN: 13 012213 TN: 25 051812 
COEFF HN: 63 010,90 HN: 16 010190 
COEFF TE: 01 010190 TE: oo 010190 
COEFF J: 24 060512 J: 26 010190 
COEFF MT, 00 010190 MT: 00 010190 
COEFF MR1: 74 120611 MR1: 14 010190 
COEFF 19: 00 010190 I 9' oo 010190 

¥~*****~~~-·--···~·-··~~ ***********************~ 
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_EAK TEST REPORT 

TANK 3 UNI..EAO + 

TEST TYPE: 
CONTINUOUS. 0 GPH 

THRESHOLD: .1 
LAST DELIVERY, 

01-28-13 17· 25 
TEST START DATE• 

01-30-13 
TEST START TIME, 

0!5.07 
TEST LENGTH: 

2.55 HOUR\5) 
TANK CAPACITY: 

11699 Us GAL 
% FULL VOLUME: 

15 
P~ODUCT LEVEL 22. 
GROSS 1753 GAL 
NET 1772 GAL 
TEMPERATURE 41. F 
RTD 1, 42.0 F 
RTD 2: 38.6 F 
RTO 3: 38.5 F 
RTD 4: 38 3 
RTO 5: 38.0 
WATER LEVEL . 00 .. 
WAT VOLUME US GAL 
COEFF 1• a. 
TEST RESULT, 

PASSED 
LEAK RATE: -0.03 GPH 
VOLUME IS INCREASING 
··-~·:Wilt!it.ililitlttlt!lttltilill!iliilltilltilltll'll'illtll'll' 

1 

01090919 
12221447 
11030940 
09220717 
08220657 
06170913 
07240951 
07151023 
07090932 
07020515 
00070508 
01231722 
12101410 
10072014 
09150029 
08240354 
07280624 
07100803 
07060330 
06282300 
06060754 
05290654 
05140811 
02220629 
01151525 
01071612 
12261028 
11240813 
11082013 
10292108 

13.2 
12.7 
13. 1 
18.0 

-04.2 
-08.3 
-03 1 
+02 5 
-00.4 
+01 .4 
-oo B 
~15.9 
-17.2 
+03.6 

16.2 
+04.7 
-03.7 
+01 .4 
+04.5 
+01.5 
+04.8 
-02.6 
-02.7 
-15.0 
-22.0 
-21.2 
-15.9 
~21. 6 
-06 7 
-10.9 

00956 
00947 
00940 
00943 
00945 
00943 
OOS57 
00938 
00942 
00937 
00940 
00940 
00946 
01402 
00934 
00942 
00!;143 
00945 
00943 
00941 
00944 
00947 

43 
14 

00949 
01413 
00949 
00940 
00938 
00941 

COEFF P: 83 121707 
-0.04 -0.10 +0.00 +0.02 
COEFF F: DO 010190 
+0.00 +0.00 +0.00 +0.00 
COEFF 11: 02 010190 
COEFF 15: 04 010190 
-0,13 -0.14 -0.12 +0.01 
COEFF TN: 03 110412 
CO~FF HN: 10 010190 
COEFF TE, 00 010190 
COEFF J, 52 010190 
COEFF MT: 00 010190 
COEFF MR1, 07 010190 
COEFF 19: 00 010190 

************************ 

~~ELEE~·~ CORPORAT Im~ 
LEAK TEST Rl::.r'UKl 

TANK 4 REG UNLEAD 

TEST TYPE, 
CONTINUOUS, GPH 

THRESHOLD: .i 
LAST DELIVERY: 

09-22-12 07:29 
TEST START DATE: 

09-27-12 
TEST START liME: 

00:41 
TEST l-ENGTH: 

2 72 HOUR<S> 
TANK CAPACITY: 

11962 US GAL 
" FULL VOLUME: 

17 06 .. 
PRODUCT LEVEL 25. GAL 
GROSS 2105 ~AI.. 
NET 2099 ~ 
TEMPERATURE 64. F 
RTP 1, 64 4 F 
RTD z, 65.2 F 
RTD 3: 65.5 F 
RTD 4: 65.5 F 
RTD 5: 65.3 F 
WATER LEVEL 0.00 .. 
WAT VOLUME 0 US GAL 
COEFF 1: 0.0595 
TEST RESULT: 

PASSED 
LEAK RATE: 0.01 GPH 
VOLUME IS DECREASING 

03 

EPA-RS-20 18-000306_0000 148 


